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iowa department of environmental quality~&//5:2._ ___ :;::] 
reply to: Allan Goldberg, Regional Office #4 ~ :_~-::: ~C......-W~ I 

phone: 712-243-1934 j .. : " .l:R-1::lo • .:2lg~~-

October 5, 1982 

Board of Trustees 
Atlantic Municipal Uti I ities 
15 West Third Street 
Atlantic, Iowa 50022 

ATTENTION: Members of the Board 

Subject: Water Supply Investigation 
Faci I ity No: 15-09-074 

Gentlemen: 

f .• -,. '. I. ~ II ·~: _- ' - ·"'-.;..J, ... _.~ ~ '" -~- ""~-. ! uth:cr: ..JJ::lE;_Q=~~-~---
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H ry )-a ~~~~~~m~~u , · D 1 

Ol{ -t>~-~ 161153 
SUPERFUND RECORDS 

Enclosed please find copy of the inspection report concerning recent sampling 
of the Atlantic Municipal Water Supply. 

A copy of the report and supporting documents is also being forwarded to your 
Water Supply Superintendent, Mr. Adolph Paul. 

We believe the report is self-explanatory and, as indicated, further sampling 
wi I I be necessary. 

Sincerely, 

COMPLIANCE DIVLSI 7 

~p~~ 
~~-cc-c~ 

/'/_ W. GROTE 
Regional Administrator 
Regional Office No. 4 

RWG:mi 

Enc. 

cc: Water Supply Division, DEQ, Des Moines, Iowa 
~dolph Paul, Water Supply Superintendent 

Main Olfice: Henry A. Wallace Building, Des Moines, Iowa 50319 

R,·cJ•nn.11 t)ffir~ "1 

?09 N Frank•• St 
Miinc"•'~l<>• <;;>pr,7 

R<:>g•c•n:fl (Jff•ce u2 
509 S. Pms1dent 
p () f1··· 1443 
,\ 1 .,:i(HI ,-.,1\r· 'lj\.1,11 

Rf!giOflill OffiCE'! #3 

401 Grand Ave. 
P () Rnx 270 
·~l''''lt'r'f ~-,J:\01 

Rf'ginnal Oft•ce #4 
316 Walnut 
Atlantic 50022 

RPgional Off•ce 115 
317 E. 5th St. 
P 0 Box 6160 
n,,., ~,.,(Jifll!'a ,..J01f/J 

nc 1 <JifHlili ()ffj,~f' llh 

117 N 2nd Ave 
P 0 f3r11 ?7 
VJ;,·.· ' .:-- .. 



The University of Iowa 
Iowa City, Iowa 52242 

University Hygienic Laboratory • 
(319) 353-5990 1847 

6 October 1982 

Atlantic Municipal Utilities 
15 West Jrd Street 
Atlantic, Iowa 50022 

Attn: Mr. Adolph A. Paul 

Dear Mr. Paul; 

The analysis of the water sample submitted to us is complete. The results 
follow. 

UHL # Identification 

2-3718 Well #7 

Sincerely, 

Armand F. Lange, Ph.D. 
Chief, Organic Analytical Division 

lm 

cc: Dr. Splinter 
Dr. Hahne 
Mr. Brewer 
File 

Tetrachloroethene 

191 ppb 



_..-._ I 

-::··I ( t· 
{'.·' . .' IOWA DEPARTMENT OF ENVIRONMENTAL QUALITY 

Report Of Investigation I 2 Page __ Of-

..... , ----,-N-v_E_s_T-,G-A-Ti_o_N_o_ArE-------r--=FRot\r:(:·;·:: . . 
8-24-82 & I (Use 

• ,• !" 
t. I, , t · 

.., 
·' I'.'::.''!:·, I. 1.::_: ,-._!_ I 1 

Current 9-2-82 Last - Stamp) 
TO: (Facility Name, Location & Address) 

~:1:0>: )'I I·.' .: 

31b VI.',Ui 1_.1 I 

ATLANTIC. lOW/\ '),·\::': 
r·w:r!:~ :·;:::/.::-.:.{.;;~! 

• 
Atlantic Municipal Uti I ities 
Fac i I i ty No: 15-09-074 
c/o Board of Directors 
Atlantic, Iowa 50022 

Persons Contacted (Name & Position) 
Adolph Paul, Water Supply Superintendent 

RE:(Speclfy Investigation Purpose Or Cite Rule) 

Atlantic Water Supply 
Technical Assistance 

OBSERVATIONS/RECOMMENDATIONS 

Previous groundwater samples collected from the Atlantic Municipal Water Supply by 
the Iowa Geological Survey and analyzed by the University Hygienic Laboratory <UHL) 
disclosed possible organic solvent contamination. On August 24, 1984, Armand F. 
Lange, Ph.D., UHL, and R. W. Grote, Regional Administrator of Regional Office #4, 
resampled the Atlantic municipal wei I field. Results of this sampling showed that 
wei I #7 had a concentration of 170 ppb tetrachloroethene, wei I #3 had a concentration 
of I ppb tetrachloroethene, and wei I #12 had a concentration of I ppb tetrachloroethene 
(refer to enclosed laboratory reports and sketch). 

These samples warranted further testing, and on September 2, 1982, Adolph Paul, 
water supply superintendent, and I collected water samples from the wei I field. 
Samples of alI suspect wei Is were collected after operating a minimum of five minutes. 
The sample results of wei I #7 indicate that the tetrachloroethene contamination is 
in the aquifer: after five minutes, 107 ppb tetrachloroethene; after one hour, 
224 ppb tetrachloroethene; and after 18 hours, 221 ppb tetrachloroethene. The 
sample result for tetrachloroethene from wei I #2 was less than I ppb, wei I #3 was 
I ppb, and wei I #12 was less than I ppb. 

/\1 ·the beginning of the sampling period, Mr. Paul turned on well #7 manually while 
nperating his other wells In the automatic mode. Mr. Paul reported that well #7 
p111npuJ for approximately three hours by itself, exceeding normal blending concen
lriltions. Well water into the treatment plant, after 18 hours of operation, had a 
concentration of 63 ppb tetrachloroethene. After aeration and anthracite filter, 
the water had a concentration of 6 ppb tetrachloroethene. Finished water from the 
treatment plant had a concentration of 3 ppb tetrachloroethane. The aerator appears 
to have effectively reduced the concentration of tetrachloroethene from the incoming 
water. The finished water concentration of 3 ppb tetrachloroethene poses no threat 
to the public health. 

SUSPENSE DATE .- S}\na.tur.e 
Inspector Cl~(o_,.,~~ _/ _ c."~~S~~/ 

f-::--,------~-l_l.an_<?<_?ld_berg, Env)ronmental Specialist 
_l_l__ Regional Admin~y-~ . ~ 

I ~~~ 

Date 

9-20-82 

I. 
Enclosures (Specify) __ ...:.7-_'l"~r/ ______ _ 

.:_g.!.§trl~l!~ion: Regional Offlce:!Centrat Office: lnspe~te-d~iitY' _______________ _ 
RP-5 (8-79) 



I ~CATION OF INVESTIGATION 
Atlantic Water Supply 

DATE OF INVESTIGATION 
8-24-82 & 
9-2-82 

• 
Mr. Paul has discontinued use of well #7 as a source of raw water for treatment. 
Mr. Paul Is pumping water from well #7 to waste on a daily basis to keep the ). #'O -;rJ.-p 
contamination of tetrachloroethene located in the aquifer near that well. fe ;.JJ'J. ifA #PJif 

In addition to wei I sampling on September 2, 1982, Mark Simpson, Environmental 
Specialist, walked the ditch adjacent to wei I #7 and the railroad track. Mr. 
Simpson did not observe any evidence of spi I !age or dumping of organic solvents 
at that time. The result of the drainage ditch sample adjacent to wei I #7 was 
less than I ppb tetrachloroethene. 

Mr. Paul has a supply of 40 ml teflon-! ldded vials for wei I water sampling for 
tetrachloroethene. It Is recommended that Mr. Paul continue pumping the wei I to 
waste on a regular basis and collect periodic samples from the wei I after a minimum 
of one hour of pumping to determine the concentration of tetrachloroethene in the 
aquifer. 

AG:ml ' 
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University Hygienic Laboratory 

(319) 353-5990 

7 September 1982 
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Iowa Department of Environmental Quality 
Regional Office Number 4 
316 Walnut st 
Atlantic, Iowa 50022 

Attn: Mr. Allan Goldberg 

Dear Al, 
:il 
jl; 

Attached are the analyses of water from Atlantic, Iowa. 

~~ 

~ 4. L~ ,\i)L..'D. 
Armand F. Lange, P~!.D. 

Chief, Organic Analytical Division 

lm 

enclosure 

cc: Dr. Hausler 
Dr. Splinter 
Dr. Hahne 
File 

I ... r.t 
; ~ I ' 

;. ·~ •. I . 

·. 

• 
1847 

1.·----:~-----
~·--Jfr---,J, __ __;;.,._ _______ _ 

RECEIVED 

SEP 1 0 1982 
.. ·: I . .'i. ·l 

~jf,j': (,;: I' ':\ 

DEPA.11/AE!iT Of £fiV;ROrn:·: ... L ~::.'.lil'i 
ATLANTIC, IOWA 
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Laboratory Report Sheet 
Organic Analysis 

UNIVERSITY HYGIENIC LABORATORY 
IOWA CITY, IOWA 52242 

Client: Iowa Department of En vi ronmenta 1 
Quality Regional Office #4 

-
R-cr·~ ·--o t. c.l\it. 

SEP 1 0 19ft2 
I 

: ... Date reported : __ _.:..3_S;:;.;e~p;...;;t..:;.em;...;.;b:...:e:;..;.r-=-1-=-9 8;:;.;2:::...-.l(..:..T.=..e l:...:e~p..:..;h..:;.o.:..:..n e~; 

Client Sample ID UHL Lab No. Analyte Concentration (ppbJ 

Well #2 2-3116 Tetrachloroethene <1 

Well #3 2-3117 Tetrachloroethene 1 

Well #7 - 5 min 2-3118 Tetrachloroethene 107 

Well #7 - 1 hour 2-3119 Tetrachloroethene 224 

Well #7 - 18 hrs 2-3120 Tetrachloroethene 221 
D1tch adJacent 
Well #7 2-3121 Tetrachloroethene <1 

We 11 #12 - 5 m i n 2-3122 Tetrachloroethene <1 

Raw Hater 2-3123 Tetrachloroethene 63 
Aerat1on & 
Anthracite 2-3124 Tetrachloroethene 6 
Treatment Plant 
finished water 2-3125 Tetrachloroethene 3 

Distribution sys-
tern, Apco Gas Sta. 2-3126 Tetrachloroethene 3 
01str1bution sys-

2-3121 tern, Cntry C1b 9/1 Tetrachloroethene <1 

Detection Limit ' Tetrachloroethene 1 ppb 

Precision Tetrachloroethene 7% 

Accuracy Tetrachloroethene 5% 

Comments: No trichloroethene was detected to a limit of 1 ppb 
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• • ·~ u.,u w \;;fsity oa auwa 
Iowa City, Iowa 52242 

University Hygienic Laboratory 

(319) 353-5990 

7 September 1982 

Iowa Department of Environmental Quality 
Regional Office Number 4 
316 Walnut st 
Atlantic, Iowa 50022 

Attn: Mr. Allan Goldberg 

Dear Al, 

Attached are the analyses of water from Atlantic, Iowa. 

Sincerely, 

~ r. Lo-y /\{)~c.'D. 
Armand F. Lange, Ph.D. 
Chief, Organic Analytical Division 

lm 

enclosure 

cc: Dr. Hausler 
Dr. Splinter 
Dr. Hahne 
File 
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RECEIVED 

SEP 10 1982 
. . ·. I ·, ·l 

~"jf, ;·: (,( I' \ 

DcPAHIIAE!iT Of [II~;ROHf.'.. . -~ ~::.'lilY 
ATLANTIC, IOWA 
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Laboratory Report Sheet 
Organic Analysis 

UNIVERSITY HYGIENIC LABORATORY 
IOWA CITY, IOWA 52242 

Client: Iowa Department of Environmental 
Quality Regional Office #4 

-
R-crn ·:-o t C.t 'vi L:, 

SEP 1 0 19a2 

' . I 

Date reported: __ __:;.3....;S;..;:e;.t.p..:..te;:;;.m;;.:b...::e...:....r_1::..:9:....:8:.::2---l-( T:....:e;....;.l..:;..epr..:h;;.:o;.:.;n.::;.J.e; 

Client Sample ID UHL Lab No. Analyte Concentration (ppb) 

Well #2 2-3116 Tetrachloroethene <1 

Well #3 2-3117 Tetrachloroethene 1 

Well #7 - 5 min 2-3118 Tetrachloroethene 107 

Well #7 - 1 hour 2-3119 Tetrachloroethene 224 

Well Ill - 18 hrs 2-3120 Tetrachloroethene 221 
D1tch adJacent 
Well 117 2-3121 Tetrachloroethene <1 

We 11 # 12 - 5 m i n 2-3122 Tetrachloroethene <1 

Raw Water 2-3123 Tetrachloroethene 63 
Aerat1on & 
Anthracite 2-3124 Tetrachloroethene 6 
Treatment Plant 
finished water 2-3125 Tetrachloroethene 3 

Distribution sys-
tern, Apco Gas Sta. 2-3126 Tetrachloroethene 3 
D1stnoution sys-
tern, Cntry Clb 9/1 2-3127 Tetrachloroethene <1 

Detection Limit Tetrachloroethene 1 ppb 

Precision Tetrachloroethene 7% 

Accuracy Tetrachloroethene 5% 

Comments: No trichloroethene was detected to a limit of 1 ppb 
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. . 
-~- .... The University of Iowa 

Iowa City, Iowa 52242 

University Hygienic Laboratory 

(319) 353-5990 

31 August 1982 

Iowa Department of Environmental Quality 
Regional Office Number 4 
316 Walnut Street 
Atlantic, Iowa 50022 

Attn: Mr. R. Grote 

Dear Dick: 

Attached are the results from the Atlantic wells. Thank you for 
your cooperation. I appreciated it. 

Sincerely, 

(JIJ,wll/ #,i;e /.tf A .. 

Armand F. Lange, Ph.D. 
Chief, Organic Analytical Division 

cmw 

Enclosure 

cc: Mr. Adolph Paul 
Dr. Splinter 
Dr. Hahne 
File 



Client: IDEQ 

Laboratory Report Sheet 
Organic Analysis 

UNIVERSITY HYGIENIC LABORATORY 
IOWA CITY, IOWA 52242 • 

Date received: __ 24_A_ug..._u_s_.;..t_1_;.9_.;..8.:;;...2 ____ _ 
Regional Office 114 

Date reported: _ _...;:.3...;;..0 .....;.A.....;.u..;Lg.:;.;u s:;_;t-=-19:;..,.;8:.::2:...__ ___ _ 

Client Sample ID UHL Lab No. Trichloroethene* Tetrachloroethene* 

Stream 2-2968 <1 <1 

Well 11 2-2969 <1 <1 

Well 12 2-2970 <1 <1 

Well 113 2-2971 <1 1 

·~e 11 16 2-2972 <1 <1 

Well 17 2-2973 <1 170 

Well liB 2-2974 <1 <1 

Well 119 2-2975 <1 <1 

Well 1110 .2-2976 <1 <1 

Well 1111 2-2977 <1 <1 

Well 1112 2-2978 <1 1 

Field Blank(s) 2-2979 <1 <1 

Detection Limit(s) 1 1 

Accuracy 18.1~ 16.3% 

Precision 31~ 23% 

*Results in ppb (~g/1) 

oa13 




